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three inches

CONSTRUCTION PHASING

1. CONSTRUCTION SHALL BE COMPLETED IN PHASES TO
ALLOW FOR UNINTERRUPTED USE OF HOSPITAL

_ FACILITIES. REFER TO ARCHITECTURAL PHASING PLAN.

o CONSTRUCTION PHASE 1A AND 1B SHALL BE COMPLETE

2-191 PRIOR TO BEGINNING OF PHASE 2A AND 2B

OTHER CONSTRUCTION.

= TOILET 2. ALL WORK (DEMOLITION AND NEW) ABOVE

CEILING IN STERILE CORRIDORS SHALL OCCUR BETWEEN
8:00 PM AND 5:00 AM. ALL CEILING TILES MUST BE
REPLACED AT END OF WORK SHIFT.

3. ALL SERVICES AND UTILITIES SHALL BE FULLY
OPERATIONAL AT END OF WORK SHIFT. SCHEDULE
DEMOLITION AND NEW CONSTRUCTION ACCORDINGLY.
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CONNECT TO EXISTING AT THIS POINT

PLAN KEYED NOTES

3/4” HW, 3/4” CW UP FROM BELOW FLOOR.
COORDINATE RISER LOCATION WITH STRUCTURAL
THICKENED SLAB AT COLUMN. OFFSET PIPING IN WALL
TO SCRUB SINK.

2" WASTE UP FROM BELOW FLOOR. COORDINATE RISER
LOCATION WITH STRUCTURAL COLUMN SUPPORT.
OFFSET PIPING IN WALL TO SCRUB SINK.

umk_.a CW, 3/4” 140° HW UP FROM BELOW FLOOR.
| PROVIDE ISOLATION VALVES IN RISERS ABOVE FLOOR
i mm".__u__ﬂ_ww ACCESS PANEL. OFFSET PIPING TO ABOVE

OFFSET EQUIPMENT DRAIN PIPING TO ABOVE FLOOR
SINK. FIELD VERIFY EXACT REQUIREMENTS.
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CONDENSATE DRAIN TO _STAINLESS STEEL DRAIN PAN
AT DUCT HUMIDIFIER. REFER TO HVAC DETAIL FOR
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n M _ml_ 1 | _ SUPPLES ] ROUGH—IN AND CONNECT. OFFSET 1/2” CW_TO

E == SIS T
D—120B 2-120A 22120 2-107 | C2-2 | 2-106 CONNECTION TO ICE MAKER. OFFSET BFP VENT AND
1] NURSING NURSING MED. SVC. NURSING NURSING ICE MAKER DRAIN TO ABOVE FLOOR DRAIN.

NURSING || ockER LOUNGE D-107A] || RESIDENT || CORRIDORL  CONSULTATION 2" VENT DOWN TO SINK.
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OFFICE || SUPPLIES
SUPPLIES RM. : GAS

SIZE. SLOPE AT MIN. 1" PER 10 FT.

TERMINATE 1—1/2" DRAIN LINE ABOVE EXSITNG MOP
SERVICE BASIN. SECURE PIPE RISER TO WALL.

1/2" HW/CW, 2" WASTE UP FROM BELOW FLOOR.
ROUGH—IN AND CONNECT TO FIXTURE. 2" VENT DOWN.

1” CW, 4" WASTE UP FROM BELOW FLOOR. ROUGH-IN
AND CONNECT TO WALL—HUNG WATER CLOSET WITH
CARRIER. 2" VENT DOWN.

1/2" HW/CW, 2" WASTE UP FROM BELOW FLOOR.
OFFSET WASTE AND WATER IN WALL TO SINK.
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OFFSET 1/2" CW FROM SINK ROUGH—IN TO STOP VALVE
ABOVE COUNTER FOR COFFEE—MAKER CONNECTION.
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mm_u.cﬁ_u_ucyw_u__.mup.._.o_u STOP VALVE, MAKE FINAL CONNECTION TO

u%&: INSTRUMENT AIR (25-30 _um_w. 3/4" HW & 140°
HW DOWN TO LARGE CAVIWAVE UNIT. TERMINATE AIR
PIPE WITH THREADED CONNECTOR AT WALL "
PENETRATION BEHIND UNIT. PROVIDE EXPOSED 3/4
CHROME—PLATED ANTI-SIPHON PRESSURE VACUU
BREAKERS ON HW AND CW AT 6 FT. ABOVE FLOOR &
CONTINUE PIPING DOWN INSIDE WALL TO
CHROME—PLATED HOSE BIBBS BEHIND UNIT. REUSE
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1—1/4" CPVC DRAIN TO ABOVE FLOOR SINK.
EXISTING CONDITIONS PRIOR TO EQUIPMENT RELOCATION.

CONNECT 3/4” INSTRUMENT AIR TO EXISTING MAIN
ABOVE CEILING. OFFSET TO NEW ADDITION.

PRESSURE REDUCING VALVE. REDUCE AIR PREASURE
(FEILD VERIFY EXISTING PRESSURE.)

CONNECT 70 PSI INSTRUMENT AIR TO EQUIPMENT
BOOMS PER MANUFACTURER INSTRUCTIONS.

TO 70 PSI.
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CONNECTORS AND RECONNECT UNIT TO HOSE BIBBS.
_|f OFFSET 1—1/2" CPVC DRAIN TO ABOVE FLOOR SINK.
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1-1/2" DRAIN TO ABOVE FLOOR SINK.

OFFSET 2" WASTE IN WALL FROM 3” CLEANOUT RISER,
TRAP AND CONNECT TO _WASHER DRAIN BOX ADJACENT
TO CASEWORK. 2" VENT DOWN TO TRAP.

3/4” NP—HW DOWN IN WALL TO BELOW CASEWORK.
OFFSET THROUGH BACK WALL OF CASEWORK AND
TERMINATE WITH 3/4” VALVE AND THREADED HOSE
CONNECTION. PROVIDE FINAL CONNECTION TO SCOPE
CLEANER FILTER ASSEMBLY IN CASEWORK. OFFSET
DRAIN TO DRAIN BOX.

3/4” HW/CW UP FROM BELOW FLOOR. COORDINATE
RISER LOCATION WITH STRUCTURAL THICKENED SLAB AT
COLUMN. OFFSET 3/4” HW/CW IN WALL TO SCRUB
SINKS. CONTINUE 1/2” RISERS UP TO ABOVE CEILING.

2" WASTE UP FROM BELOW FLOOR. COORDINATE RISER
LOCATION WITH STRUCTURAL THICKENED SLAB AT
COLUMN. OFFSET 2° WASTE IN WALL TO SCRUB SINK
ROUGH—IN AND TO EYE WASH UNIT.

1/2” HW/CW TO EYEWASH TEMPERING VALVE ABOVE
CEILING. PROVIDE ACCESS PANEL. OFFSET 1/2
G_w_’_\_._._ummm_u WATER AND 2" VENT DOWN TO EYEWASH
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